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Application of Infrared Temperature Measurement
Technique in EHV Power System

QUE Xiao-sheng, CHEN De-xing

(Xiamen Extra-high Voltage Transmission and Distribution Bureau, Xiamen 361004, China)

Abstract: The application of an infrared temperature measurement technique in extra-high voltage

(EHV) power systems is presented. Through monitoring and analysis of the common heat failures at

capacitors and isolating switches, it is found that the infrared temperature measurement technique can

scan and image a large area at a long distance quickly. It has the advantages of noncontact, no power

cutting, no sampling and no disintegration. To let the infrared temperature measurement technique play

a better role in EHV power systems, some experiences in the use of infrared temperature measurement

technique are given.
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(a) 3891 LC C MBCAMK
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(b) 3891 LC C MBEOMK

NONP�DDOQFCFD

http://journal.sitp.ac.cn/hw Infrared (monthly)/Vol.32, No.4, Apr 2011



42 � � 2011 � 4 �

(c) 3941LC BMBEOMKNONP�
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